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EMERGENCY POWER PLAN FOR NAVAL STATION NORFOLK 

 
1.  Background.  Various destructive weather events have the 
potential to impact the power supply and distribution system of 
Naval Station Norfolk.  Snow events can down power lines from 
ice, wind can knock down power poles, lightning strikes can 
disable electrical distribution equipment, and high water can 
submerge underground electrical equipment.  Critical operations 
on Naval Station are tasked with providing backup power supplies 
to sustain their critical mission in the event of an outage. 
 
2.  Purpose.  To provide an overview of the emergency power 
capabilities on Naval Station Norfolk and review the process for 
requesting additional backup power capability. 
 
3.  Emergency Generator Inventory.  Table 1 provides the current 
generator inventory for Naval Station Norfolk.  This list is 
dynamic and will change as new facilities are built and old 
facilities are demolished each year.  The most current list can 
be obtained from PWO Sewells Point, Deputy Public Works Officer, 
phone 444-4130. 
 
4.  Requesting Emergency Power 
 
    a.  During a specific power outage event, commands that do 
not have fixed emergency power systems in place may be required 
to seek emergency power to continue operations.  The Commander, 
Navy Region Mid-Atlantic and Naval Facilities Engineering 
Command Atlantic (NAVFACLANT) have limited portable emergency 
power generator capability.  Additional capability is available 
by lease to local vendors. 
 
    b.  Commands that have a critical mission, but do not 
already have backup generators installed, should consider 
programming for installation of emergency power services to 
their facility.  Emergency power is a mission funded 
requirement, therefore CNRMA Facilities Sustainment funds will 
not be used to add emergency power to an existing facility.  The 
Public Works Sewells Point staff is available to assist in the 
planning and development process to initiate future projects.  
Contact the Facilities Maintenance Specialist assigned to your 
facility. 

 
    c.  Commands with a requirement for immediate emergency 
power during an outage shall contact the Naval Station  
SOPAADMINNORFOLKSUBAREA/Operations Center in Bldg. B-30, 322-
2320/23.  If the NAVSTA Operations Center has not been stood up,  
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contact the NAVFACLANT Operations Center at 444-7050/59.  
Requests to provide emergency power will be considered on a case 
specific basis.  During a significant event, NAVFACLANT will 
have contracting capability available to obtain leased emergency 
generators. 

 
    d.  Funding responsibility for rental and installation of 
the generator will be case specific.  In general, Commands are 
responsible for funding temporary emergency power from Command 
OPTAR.  The final determination for fund source will be made by 
the NAVFACLANT Command Duty Officer/Ops Center Watch Commander 
and NAVSTA Command Duty Officer/Ops Center Watch Commander. 
 
5.  Planned Securing of Power  
 
    a.  During specific storm events, particularly when flooding 
is predicted, NAVFACLANT Utilities may direct power to be 
secured in specific areas in order to minimize the damage to 
electrical distribution systems.  The primary reason for 
securing power will be associated with the storm surge projected 
from a given storm.  Storm surge maps showing projected flooding 
levels by Hurricane Condition are available from NAVFACLANT 
Norfolk. 

 
    b.  The procedure for securing power to NAVSTA Piers is 
outlined in enclosure (8), the Inundation Plan for Hurricane 
Categories II-V.  Specific execution details are also included 
in the Fleet Sortie Plan. 

 
    c.  Decisions to secure power to locations outside of the 
piers will be made by the Commanding Officer, NAVFACLANT.  In 
the event of a planned power shut down, the NAVFACLANT 
Operations Center will notify: 

 
    Commanding Officer, Naval Station Norfolk (N26) 
    CNRMA Port Operations (W313) 
    Commander, Second Fleet (W5) 
    Commander, Regional Support Group (CEP 209) 
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Table 1 – Generator List A through N Area 
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Table 2 – Generator List NM through Z Area 


